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PUMP NOTES - 16,000-GAL. RECIRC. TANK:
SECTION C-C 16,000-GAL. RECIRCULATION TANK PLAN VIEW —

SCALE: 1”7 = 3' 30"X30" HINGED FURNISH AND INSTALL A COMPLETE PUMPING SYSTEM CONSISTING OF 2(TWO) SUBMERSIBLE SEWAGE PUMPS AND
SCALE: 1" = 3 ' ALUMINUM ACCESS MOTORS, SUDE RAIL SYSTEM DISCHARGE PIPING AND VALVES, FLOAT SWITCH CONTROLS, PRECAST CONCRETE PUMF
HATCH WITH LOCK CHAMBER AND ELECTRICAL AND INSTRUMENTATION CONTROLS AND ALARMS AS SHOWN ON ELECTRICAL DRAWNGS.
ALL EQUIPMENT SHALL BE INSTALLED IN ACCORDANCE WITH THE MANUFACTURER'S SPECIFICATIONS AND
RECOMMENDATIONS AND SHALL BE WARRANTED FOR AT LEAST FIVE YEARS. THE CONTRACTOR SHALL PROVIDE A
SUFFICIENT QUANTITY OF CLEAN WATER TO CONDUCT TWC FUMP OPERATICON TESTS, AND 24 HOUR EXFILTRATION TEST
FOR THE 16,000 GALLON PUMP CHAMBER.

30"X30" HINGED

ALUMINUM ACCESS
HATCH WITH LOCK
2. PUMP CHAMBER-

ALUMINUM 30" MEDIUM DUTY MANHOLE FRAME ALUMINUM THE PUMP CHAMBER SHALL BE A REINFORCED PREGAST CONCRETE STRUGTURE. CONSTRUCTION JOINTS AND
MH STEPS (TYP.) & COVER LEBARON R830 MH STEPS (TYP.) OPENINGS SHALL BE SEALED WITH LINK SEALS AT ALL PIPE OPENINGS.
(OR EQUAL) ADJUST TO GRADE.
o PROPOSED CRADE PROPOSED GRA EQUIPMENT WITHIN PUMP CHAMBER IS NQOT REQUIRED TQ BE EXPLOSION PROOF.
1 3. PUMP_AND MOTOR-
2" PVC ELECTRICAL PUMPS AND MOTORS SHALL BE HIGH HEAD SUBMERSIBLE EFFLUENT PUMPS CAPABLE OF PASSING 2—INCH SOLIDS.
DISCHARGE VALVE 0 CONDUIT (TYR.) PUMF AND MOTOR SHALL BE FULLY SUBMERSIBLE AND SHALL OPERATE AT 480V, 60 CYCLE, THREE PHASE AC POWER
~ — B SQURCE. PUMPS SHALL BE RATED AS FOLLQOWS:
ASSEMBLY (TYP.) 12 ¢Tve.) N
N —1
T H.P. 3/4
NEMA 4X JUNCTION BOX RATE 51 GPM
FLEXIBLE TUBING /,\_OCZHD TO RISER (TYP.) TDH 41 FT
MODEL ORENCO P5007 (WASTEWATER TECHNOLOGIES, INC (877) 212-3219)
PROP. 1” SDR PVC PRESSURE TO SAl
= F PUMPS SHALL BE FACTORY TESTED PRIOR TO SHIPMENT AND A CERTIFIED FACTORY TEST REPORT SHALL BE PRQVIDED
INV. ELEV. = 371.00 O T ENGINEER,
| OUTSIDE TOP OF CHAMBER
083 ELEV. = 370.00 4. PIPING—
_ ALL FIPING QUTSIDE THE PUMP GHAMBER LESS THAN FOUR (4) FEET BELOW THE FROPOSED FINAL GRADE SHALL BE
6" PVC (SCH 40 @) INSULATED. {SEE NOTE 8)
VENT 6" PVC 5. PIPE INSULATION—
AR VENT WHERE FORCE MAIN IS LESS THAN 4—-FEET BELOW THE PROPQSED GRADES, IT SHALL BE COVERED WITH 4—INCH,
VP HIGH WATER ALARM/LAG ON THICK POLYSTYRENE WRAPPED INSULATION.
ELEV. = 367.25
2ND TIMER OVERIDE ON /QFF
ELEV. = 366.84
sz oo 1ST TIMER OVERIDE ON/OFF
. 8.0cr 8.00' . FLOW INDUCER ELEV. = 366.00
8.5 : “ " " VAULT INLETS
8,000—GAL. PRECAST (H—20) el JililL— Sooe REDUNDANT OFF /LOW LEVEL ALARM
CONC. TANK AS MANUFACTURED i o ELEV. = 364.84
BY OLDCASTLE PRECAST (OR EQUAL) DUPLE EFFLUENT PUMPS (TYR.) ) )
(TvP.) L~ (ORENCO P5QQ7 3/4 H.P)
— C FLORENCE SAWYER SCHOOL — PROPOSED 16,000
* r N FILTER caRmee N\ 12" RCP GAL. RECIRCULATION TANK
12" 12 PIPE (TYP.)
i i / DRAIN PORT mojo_w\__.mm\_u O_._w,w\_%ww wO ZWOI>Z_O m._._Nmm._-
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