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PUMP NOTES:
1,500-GAL. PUMP CHAMBER

1. GENERAl -
FURNISH AND INSTALL A COMPLETE PUMPING SYSTEM CONSISTING OF 2(TWQ) SUBMERSIBLE SEWAGE
PUMPS AND MOTORS, DISCHARGE FIPING AND VALVES, FLOAT SWITCH LEVEL CONTROLS, A
PRECAST CONCRETE PUMP CHAMBER, AND ELECTRICAL INSTRUMENTATION AND CONTROLS AS SHOWN
ON ELECTRICAL DRAWINGS. ALL EQUIPMENT SHALL BE INSTALLED IN ACCORDANCE WITH THE
MANUFACTURER’S SPECIFICATIONS AND RECOMMENDATIONS AND SHALL BE WARRANTED FOR AT
LEAST FIVE YEARS. THE CONTRACTOR SHALL FROVIDE A SUFFICIENT QUANTITY OF CLEAN WATER TO
w CONDUCT TWO PUMP OPERATION TESTS, AND 24 HOUR EXFILTRATION TEST FOR THE 1,500 GALLON

PUMP CHAMBER.

2. PUMP CHAMBER-—
THE PUMP CHAMBER SHALL BE A REINFORCED PRECAST CONCRETE STRUCTURE. CONSTRUCTION

11.00" JOINTS AND OPENINGS SHALL BE SEALED WITH A HYDRAULIC CEMENT OR OTHERWISE MADE
10.00"' WATERTIGHT.
> > EQUIPMENT IN PUMP CHAMBER IS NOT REQUIRED TO BE EXPLOSION PROOF.
3. PUMP_AND MOTOR—
BOTH PUMPS AND MOTORS SHALL BE MEYERS SUBMERSIBLE SEWAGE PUMP CAPABLE OF PASSING
5.00° 2—INCH SOLIDS. PUMP AND MOTOR SHALL BE FULLY SUBMERSIBLE AND SHALL OPERATE AT 3450
RPM WITH A 480V, 60 CYCLE, THREE PHASE AC POWER SOURCE. PUMPS SHALL ALTERNATE
OPERATION. PUMP SHALL BE RATED AS FOLLQOWS:
m.oo‘ Ormou
HP. 1
TO EXISTING 12,000 GALLON RATE aaoeror
PUME CHAMBER MODEL MEYERS MWI0O (GPM EQUIPMENT, INC. (508) 224-9020)
, PUMPS SHALL BE FACTORY TESTED FRIOR TO SHIPMENT AND A CERTIFIED FACTORY TEST REFORT
6.00 SHALL BE PROVIDED TO THE ENGINEER.
~ 4. PIPING—
O 2-INCH PVC (SDR 21) PIPE AND FITTINGS SHALL BE USED FOR INTERIOR PUMP CHAMBER AND
BROP. PUMPS VALVE PIT DISCHARGE PIPING AND FITTINGS. THE SEWAGE FORCE MAIN SHALL BE 2—INCH DIAMETER
~— 1) SDR 21 PVC PIPE. EACH DISCHARGE LINE WITHIN THE PUMP CHAMBER AND VALVE PIT SHALL
! INCLUDE THE FOLLOWING:
WD g W ._v IN THE VERTICAL POSITION: A 2—INCH CHECK VALVE
er | |g 2) IN THE HORIZONTAL POSITION: A 2—INCH GATE VALVE
SO
3 ALL PIPING QUTSIDE THE PUMP CHAMBER AND VALVE PIT LESS THAN FOUR (4) FEET BELOW THE
i PROPOSED FINAL GRADE SHALL BE INSULATED. (SEE NOTE &)
Ll
o 5. PIPE_INSULATION—
WHERE FORCE MAIN IS LESS THAN 4—FEET BELOW THE PROFOSED GRADES, IT SHALL BE COVERED

WITH 4-INCH, THICK POLYSTYRENE WRAFPED INSULATION.

1,500-GAL. PUMP CHAMBER PLAN VIEW
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